one foot

three inches

one foot

one and one half inches

one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot
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7 A.  ALL CEILINGS ARE TO BE CENTERED IN ROOMS IN BOTH
DIRECTIONS UNLESS OTHERWISE NOTED.

B. ALL CEILING HEIGHTS ARE 8'-0" A.F.F. UNLESS OTHERWISE
NOTED.

C. UNLESS OTHERWISE NOTED, CENTER AND/OR EDGE ALIGN
ALL CEILING MOUNTED LUMINAIRES, DIFFUSERS, EQUIPMENT

IN CEILING TILES AS INDICATED GRAPHICALLY.
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D. REFER TO ELECTRICAL FOR LIGHT FIXTURE DESCRIPTIONS

_
|
_
o o o AND ALL CEILING MOUNTED DEVICES.
E. REFER TO MECHANICAL FOR DIFFUSER DESCRIPTIONS
F.

REFER TO TECHNOLOGY FOR IDENTIFICATION AND
DESCRIPTION OF CEILING MOUNTED EQUIPMENT.

G. REFER TO FIRE PROTECTION FOR CEILING MOUNTED LIFE
SAFETY RELATED LIGHTING AND EQUIPMENT.

H. CONFIRM CEILING HEIGHTS IN PROCEDURE ROOMS w/
EQUIPMENT MANUFACTURERS.

I CONFIRM/COORDINATE LOCATIONS OF CEILING MOUNTED
RAILS AND EQUIPMENT WITH IMAGING EQUIPMENT

co MW MANUFACTURER.
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NOT USED
CURTAIN TRACK. (V,V)
GYPSUM BOARD SOFFIT ABOVE WALL CABINETS.
CEILING MOUNTED EQUIPMENT RAILS, PROVIDED AND
INSTALLED BY EQUIPMENT VENDOR.
BACK—LIT, DECORATIVE PANELS.
. PATCH CEILING TO MATCH EXIST. AS NECESSARY AT
_ LOCATION OF NEW WALL.
PARTIAL HEIGHT WALL BELOW.
ALIGN EDGE OF GYP. BD. CEILING WITH FACE OF WALL.
NOT USED
. RECESSED, ADJUSTABLE EXAM LIGHT.

— — ww.mv 11. LINEAR DIFFUSER; REFER TO MECHANICAL.

12. MEDICAL SUPPORT SYSTEM: COORDINATE WITH IMAGERY
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0 ® ° o o EQUIPMENT. REFER TO DETAIL C7/AE-581.
1 : [ _ 13. CEILING MOUNTED EQUIPMENT: PROVIDE MEDICAL SUPPORT

[ _mlmmmm _ /_ SYSTEM.  COORDINATE WITH IMAGING EQUIPMENT.
_ [~ ka,\_ LIGHT: PROVIDE MEDICAL SUPPORT SYSTEM.
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EXP EXPOSED CONSTRUCTION

B k:v REMOVE AND REPLACE
CEILING IN OUTLINED AREA LAY N CEILING
AS REQUIRED IN ORDER TO
COMPLETE DEMOLITION
AND INSTALLATION OF NEW = I CEILING MOUNTED. LUMNARE
SYSTEMS AS ILLUSTRATED
- iv IN DRAWING 1-M7C.
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